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lInstitutional occupancies see also specific occupancies
Flammable and combustible liquids storage 66.4.5.5
LP-Gas use in 69.3.3.6

IInterior fInish 12.5
Airport terminal buildings 21.2.3.2, A.21.2.3.2
Assemblyoccupancies ..... 20.1.3.8,20.1.4.4.4.4, A.20.1.4.4.4.4(3)
Fuel dispensing areas, inside buildings 30.1.6.2
Motor vehicle fuel dispensing facilities 42.2.6.5.2

lIntemal comllmstion power sources .... 10.16.10, 11.5.1.3, A.ll.5.1.3
lInitant gas 63.1.3.1(2) (e); see also Compressed gas

Definition 3.3.101.7
Ksolated storage (def"mition) 3.3.192.3

-J-
jurisdiction (def"mition) 3.3.122

-]I{-

Kerosene burners 11.5.2
Kettles

Ground (definition) 3.3.105
Patch (definition) 3.3.148
Tar Table 1.12.19(a), 16.7

Keys 20.7.2.5

-lL-
Labeled (def"mition) 3.2.5
lLaboratories using chemicals Table 1.12.19(a), Chap. 26
lLaboratory fume hoods 60.5.10.1.3, 60.5.10.2.3
lLadders 4.5.6.2.2, 5.3.4(6)
lLaundry chutes see Chutes, rubbish or laundry
JLiability, autlh.ority having jurisdiction 1.9
life safety 4.1.3, A.4.1.3; see also Means of egress

Appropriateness of safeguards 4.4.2
Authority havingjurisdiction, role of seeAuthority having

jurisdiction
Building use, safety during ..... 4.1.3.2, 5.4.5, A.4.1.3.2.1, A.5.4.5.1
Design/installation of safeguards 4.4.6
Evaluation, special outdoor events, carnivals, and fairs 10.16.2
Fireworks retail sales facilities 65.11.2.6
Multiple safeguards 4.4.1
Safety from fire 4.1.3.1, A.4.1.3.1

Life Safety Code® 10.1.2, A.IO.1.2
lighting

Christmas tree lights 10.15.5, 10.15.6
Compressed gases and cryogenic fluids 63.2.9
Cryogenic fluid containers and systems 63.4.11
Emergency see Emergency lighting
Fire pump areas 13.4.2.3, 13.4.2.4
Hazardous materials areas 60.5.6
Marinas and boatyards 28.1.7.3, A.28.1.7.3
Means of egress illumination see Means of egress
Motor vehicle fuel dispensing facilities 42.4.2.2, A.42.4.2.2.4
Spray application areas

Fixtures 43.1.4.4
Portable lights 43.1.4.7

Temporary 11.1.6.3 to 11.1.6.5
light (low) hazanll occUlljpanlcies

Definition 3.3.32.2
Extinguishers, portable fire 13.6.6.1.3

JLightning precautions, aircraft fuel servicing 42.4.5.9, A.42.4.5.9
lLimited care facilities (def"mition) '" 3.3.138.15, A.3.3.138.15; see also

Health care occupancies
lLimited combustible (def"mition) 3.3.124, A.3.3.124
lLimits

Ceiling (definition) 3.3.123.1
Permissible exposure limit (PEL) (definition) 3.3.123.2,

A.3.3.123.2
Short-term exposure limit (STEL) (definition) 3.3.123.3,

A.3.3.123.3

line-type detectoll'S 13.7.4.3.4,13.7.4.5
Definition 3.3.61.4, A.3.3.61.4

liquefied gas Table 60.2.2.1 (b)
Definition 3.3.101.8
Flammable (definition) 3.3.101.4

liquefied natural gas (lLNG) 69.8
Definition 3.3.101.9, A.3.3.101.9
Vehicularfuel 42.2.13, 42.3.11, 42.5.3, A.42.2.1.3,

A.42.3.11.2.2, A.42.3.11.6.2, A.42.5.3
liquid-f"ured velllides " see Motor vehicles
JLiquids ... see also Combustible liquids; Flammable liquids; Incidental

liquid use or storage; Inside liquid storage areas;
Warehouses, Liquid

Highly volatile (definition) 3.3.125.4
Stable (definition) 3.3.125.5

liquid storage cabinets 66.4.3, 66.4.5.4,
66.4.5.5.3 to 66.4.5.5.5, A.66.4.3.4

listed (defInition) 3.2.6, A.3.2.6
lLocks anldlatches 14.5.2, A.14.5.2

Detention and correctional occupancies 20.7.2.1.1, 20.7.2.5
Fire apparatus access roads or fire lanes 18.2.3.2.4
Storage occupancies 20.15.7.5.4

lLodging or morning houses 20.10
Christmas tree provisions Table 10.15.1
Definition 3.3.138.16
Detection, alarm, and communication systems 13.7.2.13
Extinguishers, portable fire Table 13.6.1.2
Hazardous materials storage and use 60.2.3.6, Table 60.3.5
Sprinkler systems 13.3.2.16, A.13.3.2.16.3.3

lLogs, outside storage of 31.3.7, A.31.3.7
lLoose house 62.5.5

Definition 3.3.126
lLow nazanll contents (definition) 3.3.107.2, A.3.3.107.2
lLlP'-Gas Chap. 69

Containers see LP-Gas containers
Definition 3.3.101.10
Equipment and appliances 20.1.4.1.4(5), 69.3.2.8,

69.3.3.2,69.3.3.7.2,69.3.3.8.4,69.3.4.3,69.3.4.4,
A.20.1.4.1.4(5)

Permits Table 1.12.19(a), Table 1.12.19(d), 69.1.2
Piping, fittings, and valves 69.2.3, 69.3.2.9, 69.3.3.2.3,

69.3.4.2.8
Systems see LP-Gas systems
Tar kettles, use with 16.7.2, 16.7.4.2.6
Transfer operations, location of 69.3.2.3, 69.4, A.69.3.2.3.1
Utility plants, at 69.7
Vehicularfuel 30.2.9.6, 42.2.13, 42.3.11,

42.5.2, 69.3.5, A.30.2.9.6, A.42.2.1.3, A.42.3.11.2.2,
A.42.3.11.6.2, A.42.5.2.2.1

Vehicular transportation of 69.6
lLlP'-Gas containers 10.11.8,69.2, A.69.2

Appurtenances 69.2.1.11,69.2.2,69.6.1.6
ASME see ASME containers or tanks
On balconies 10.11.8,69.3.3, A.69.3.3.8.3
Boat storage and 28.1.8.1.5(2)
Definition 3.3.51.6
In buildings 69.3.3.2, 69.5.2.1.3, 69.5.2.1.4, 69.5.3
Fire protection for 69.6.1.9
Installation 69.3.2.1, 69.3.2.4, 69.3.2.5, A.69.3.2.4.4
Location 69.3.2.2, A.69.3.2.2.7, A.69.3.2.2.8
Marking 69.2.1.2, 69.2.1.14, A.69.2.1.2, A.69.2.1.14.3
Outside storage 69.5.4, A.69.5.4.1, A.69.5.4.2.2
Portable 69.2.1.11

Storage, awaiting use or resale 69.5, A.69.5.4.1, A.69.5.4.2.2
Refrigerated 69.2.1.1
On roofs 69.3.3, A.69.3.3.8.3
Special storage buildings 69.5.3.3
Tents, membrane structures, grandstands, and folding/telescopic

seating 25.1.4.1, 25.1.10.1.4
Vehicle (other than engine fuel system) 69.3.4.2
Vehicular tram,portation of 69.6.1

2003 Edition



1-464 UNIFORM FIRE CODETM

lLJP-Gas systems
In buildings, on roofs, or on balconies 69.3.3, A69.3.3.8.3
Engine fuel systems 30.2.9.6, 42.2.13, A30.2.9.6, A.42.2.1.3
Fire protection 69.5.5, 69.6.1.9
Installation of , 69.3, A69.3
Snowfall, systems in areas of heavy 69.3.2.9
Tampering, protection against , 69.3.5.3.6
On vehicles (other than engine fuel systems) 69.3.4

lLumber yards Table 1.12.19(a), 31.3.1 to 31.3.4,
A31.3.2 toA31.3.4

-MI-
Maintenance see Inspection, testing, and maintenance
Mall buildings

Means of egress, occupant load Table 14.8.1.2
Occupant load factors A14.8.1.2
Permit requirements Table 1.12.19(a)

Manual ture alann boxes 13.7.1.4.8.1 to 13.7.1.4.8.6,
13.7.3.3,43.1.7.1.2, A13.7.1.4.8.4, A13.7.1.8.6

Airports 21.2.6.3.1
Construction sites 16.3.6
Definition 3.3.127
Health care occupancies A20.4.2.2.1 (2), A.20.6.2.2.1 (2)
Heliports, rooftop 21.3.6.9

Manual ture suppression equipment 20.7.2.1.4, 66.4.9,
70.2.4.9.4, A 70.2.4.9.4.1, A 70.2.4.9.4.2; see also
Extinguishers, portable fire

Manual pull station see Manual fire alarm boxes
Manufactured homes sites 27.1
Manufactured housing ... 20.11.3, 27.1.1; see also One- and two-family

dwellings
Marinas 28.1, A.28.1
Marine motor fuel dispensing facilities Table 1.12.19(a), 28.1.9.4,

28.1.9.5, 42.2.3.2.1 (4), 42.2.5.6.5, 42.3, A42.3; see also
Motor vehicle fuel dispensing facilities

Definition 3.3.138.24.3
Marine terminals 28.2, A.28.2
Marine vessels 1.3.5

Construction, repair, and lay-up of 28.3, A28.3.1
Definition 3.3.129

MaJrking see also Signs
Aerosol products 61.3, 61.4.6.1
Central station fire alarm systems 13.7.3.4.2.3, 13.7.3.4.2.4
Compressed gas containers, cylinders, and tanks 63.3.1.2
Compressed gas ventilation system 63.2.13.6
Cryogenic containers and systems 63.2.13.6, 63.4.4
Extinguishers, portable fire 13.6.6.8.1.3, 13.6.6.8.1.4,

13.6.6.8.2.1 (C)
Extinguishers, portable fire, contents of 13.6.4, A13.6.4
Fire alarm systems 13.7.3.4
Fire apparatus access road or fire lane 18.2.2.5.7
Fire protection 5.3.3(7), 10.13
Flammable and combustible liquids storage cabinets 66.4.3.5
Flammable and combustible liquids storage tanks 66.2.5.2
Hazardous materials piping and valves 60.3.8.3
Hazardous material storage lockers 66.4.6.4.4.3
LP-Gas containers .... 69.2.1.2,69.2.1.14, A69.2.1.2, A69.2.1.14.3
LP-Gas fueled vehicles 42.5.2.4
Means of egress 14.14, A14.14
Motor fuel dispensing facility fill pipes 42.2.4.2.5
Organic peroxide storage 70.3.4.1, A70.3.4.1.1
Oxidizer storage 70.2.4.2, A70.2.4.2.1
Sprinkler systems, impairment of 13.3.4.3, A13.3.4.3

Materials
Compatible (definition) 3.3.130.1
Hazardous see Hazardous materials
Health hazard see Health hazard materials
Highly toxic see Highly toxic materials
Incompatible (definition) 3.3.130.5
Noncombustible (definition) 3.3.130.6
Physical hazard see Physical hazard materials
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Toxic see Toxic materials
Unstable (reactive) see Unstable (reactive) materials
Water-reactive see Water-reactive materials

Material safetydata sheet (MS][)S) 43.2.9,60.1.8.3
Definition 3.3.131

Means of egress 4.4.3, Chap. 14; see also Doors; Exits
Accessible 14.10.4, A14.10.4.1
Aerosol products, buildings for 61.4.2.2
Airport terminal buildings 21.2.5, A.21.2.5
Arrangement of 14.10, A14.1O
Awareness of egress system 4.4.3.2
Buildings under construction 10.3.3, 16.1.3, 16.3.7.5,

16.7.1.7, A10.3.3
Capacity of 14.8, A14.8.1.2, A14.8.3.3.1.1
Definition 3.3.132, A3.3.132
Exterior ways of exit access 14.10.3
Fireworks facilities 65.11.8,65.11.9,65.11.12.1,

65.11.12.2, A65.11.8
Hazardous material storage and use 60.3.4
Heliports, roof-top 21.3.4.4, A21.3.4.4
Illumination' , see Illumination of means of egress
Impediments to egress 14.4.3, 14.10.2, A14.10.2.2
Marking of 5.3.4(12), 14.14,20.1.3.7, A14.14, A20.1.3.7.3
Minimum width 14.8.3.3
Motor vehicle fuel dispensing facilities 30.1.3, 42.2.6.2
Number of 14.9
Performance-based design option 5.3.4
Reliability 14.4, A 14.4.1
Repair garages 30.2.4
Tents, membrane structures, grandstands, and folding/telescopic

seating 25.1.3
Unobstructed egress 4.4.3.1

Means of escape 5.3.4, 14.15
Buildings under construction 4.5.6.2, 16.1.3
Definition 3.3.133

Measurement, UlIl.its of 1.5
Membrane penetrations 12.7.5.6, AI2.7.5.6.3
Membrane structures

Permanent Table 1.12.19(a), 25.1, 25.5,A25.1.6,
A25.1.8, A25.5.3.3.1

Temporary Table 1.12.19(a), 25.1, 25.6, A.25.1.6, A25.1.8
Fireworks sales see Fireworks

Mercantile occupancies 13.3.2.19, 13.3.2.20,20.12
Aerosol products 61.4, 61.6
Christmas tree provisions Table 10.15.1
Class A (definition) 3.3.138.17.1
Class B (definition) 3.3.138.17.2
Class C (definition) 3.3.138.17.3
Definition 3.3.138.17, A3.3.138.17
Detection, alarm, and communication systems 13.7.2.17,

13.7.2.18
Extinguishers, portable fire Table 13.6.1.2, 20.12.2.2
Fireworks, consumer 65.11, A65.11
Flammable an,d combustible liquids .. , 66.4.5.6
Hazardous materials storage and use 60.2.3.3, Table 60.3.5
Means of egress, occupant load Table 14.8.1.2

Metals, combustible, f"Ires see Class D fires, extinguishers for
Mezzanines 10.13.3.7.1

Definition 3.3.134
Means of egress 14.8.1.6, 14.9.1.1

Mixing rooms 43.1.6.3, 43.1.7.1, A.43.1.7.1
Model rocketry see Rockets, model
Modif"Ications, code 1.4,4.5.1.3,4.5.2
Motion picture soundstages 20.16.1.2
Motor vehicle fluids 22.9

Definition 3.3.135
Motor vehicle fu~l dispensing facilities 30.1, 30.3, 42.2,

A30,.1.5.1, A42.2
Aircraft , .. ~ see Aircraft fuel servicing
Alternate fuels: 42.2.13,42.3.11,42.5, A42.2.1.3,

A42.3.11.2.2, A42.3.11.6.2, A.42.5
Definition 3.3.138.24.2
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Fleet vehicle motor fuel dispensing facility 42.2.1.1,42.2.1.2,
42.2.3.3.2.6, 42.2.6.5.6

Definition 3.3.138.24.1
Located inside buildings 42.2.1.1,42.2.3.2.1,42.2.3.4.7,

42.2.6.5, 42.5.1.4.3, A42.5.1.4.3.3, A42.5.1.4.3.5 (B),
A42.6.5.7

Definition 3.3.138.24.4, A3.3.138.24.4
Marine see Marine motor fuel dispensing facilities
Permits Table 1.12.19(a), 30.1.1.3, 42.2.2.1, 42.4.1.2,

42.5.2.2.4,42.5.3.1
Piping 42.2.4
Storage requirements 42.2.3, A.42.2.3

Motor vehicHe fuen oospennsmg facility
Permits 42.3.1.4

Motoll" vehides 1.3.5; see also Salvage vehicles
Aerosol products storage, use, and handling 61.4.6.6.2(13),

61.7.3.1 (13)
Air bag systems 22.9.4
Alternative fuels see Compressed gas systems; LP-Gas systems
Combustible fiber storage room or building, use in/near .... 62.4
Forest products, storage of 31.3.2.2.7, A31.3.2.2.7(A)
Hazardous materials areas, protection of 60.1.16
Waste or refuse transport 19.1.8
Wrecking yards Table 1.12.19(a), Chap. 22

Multilevel play strucm.res 20.1.3.1, A20.1.3.1
Mwtipie occupancies 1.3.4
Multiplug adapteJrS 11.1.5.1

-N-
Natural barricades see Barricades
Nesting (defmition) 3.3.136
No exit, marking of 14.14.6.5.1, A.14.14.6.5.1
NOJllcombustible material (def"mition) 3.3.130.6
Nondedicated smoke contron systems (defmition) 3.3.198.10
Nonflammable gas 63.1.3.1 (1) (b); see also Compressed gas

Definition 3.3.101.11
Normal tempell"ature and pressu.nre (NTJP) (defmitiOlln) 3.3.137
Nonce of vionationns, penalties 1.16
Notification

Emergency forces 13.7.1.4.11,42.2.7.11.5
Special outdoor events, carnivals, and fairs 10.16.9

Occupant notification 4.4.4, 13.7.1.4.10, A.4.4.4
Nursing homes see also Health care occupancies

Definition 3.3.138.18
Smoke detection systems 13.7.2.5.3, A13.7.2.5.3

-0-
Objectives 4.1.2, A.4.1

Compliance options 4.3
Performance-based design 5.1.2
Property protection 4.1.4.2, A4.1.4.2.1, A4.1.4.2.2
Public welfare 4.1.5.2, A.4.1.5.2
Safety-during-building-use 4.1.3.2.2
Safety-from-fire 4.1.3.1.2, A.4.1.3.1.2.2, A4.1.3.1.2.5
Safety-from-hazardous materials 4.1.3.3.2, A4.1.3.3.2.2

Occupancies see also specific occupancies,
e.g. Assembly occupancies

Changes of 4.5.7, 10.3.4, A4.5.7, A10.3.4
Definition 3.3.138
Multiple 1.3.4

OCCUlpancy, comiitionns fOil" 4.5.4, 10.3, A10.3.3, A10.3.4
Occupancy f"nre safety Chap. 20
Occupant clbtaractemtics (def"mition) 3.4.14
Occupant load 14.8, 14.9.1.4, A14.8.1.2, A14.8.3.3.1.1

Assembly occupancies, posting in 20.1.4.8.3
Definition 3.3.139

Occupant notification 4.4.4, 13.7.1.4.10, A.4.4.4
Occupant protection, pell"fonmmce-based design option .

................................................5.2.2.6, 5.2.2.8

Occupant responsibilities 10.2
Fire reporting requirements 10.7.1.3, AIO.7.1.3
Sprinkler systems 13.3.3.3, A13.3.3.3

Occupiable story (defmition) 3.3.193.1, A3.3.193.1
Oill bumell"S 11.5.1.1,11.5.1.7,11.5.1.8
Oill-fueled heating applliances see Heating equipment

and appliances
Oill stoves 11.5.2
One- and! two-familly dwellings 20.11

Christmas tree provisions Table 10.15.1
Definition 3.3.138.19
Detection, alarm, and communication systems 13.7.2.14
Doors 14.5.1.1.2
Extinguishers, portable fire Table 13.6.1.2
Fire flow requirements H.5.1
Flammable and combustible liquids storage 66.4.5.3
Hazardous materials storage and use 60.2.3.6, Table 60.3.5
Sprinkler systems Table 13.8

Open fnres 5.3.3(4),10.11
Automobile wrecking yards 22.8
Permit requirements Table 1.12.19(a)
Wildland fire-prone areas 17.3.4.7, Al7.3.4.7.1

Open flame devices
Assembly occupancies 20.1.4.2,20.1.4.4.4.8, A20.1.4.2(3) (a)
Fireworks facilities 65.11.11.2.3
Marinas and boatyards, use at 28.1.8.1.3
Wildland fire-prone areas 17.3.4.6, A17.3.4.6.1

Open flames 10.1.5, 10.15.7
Aerosol products storage, use, and handling 61.4.6.6.2(1),

61.7.3.1(1)
Aircraft fuel servicing 42.4.5.8
Buildings under construction 16.2.3.1.4
Compressed gases and cryogenic fluids 63.3.5.3.2
Fibers, combustible, storage and handling 19.1.7.1
Fireworks facilities 65.11.11.4.2
Flammable and combustible liquids storage,

handling, and use 66.2.4.3.1 (1),66.4.10(1),
66.5.6(1)

Forest products, storage of 31.3.2.2.13
Hazardous materials, in areas with 60.1.12.2
Permit requirements Table 1.12.19(a)
Refrigerant machinery rooms 53.10.3.1, 53.10.3.3
Service stations 42.3.10.4(2)
Spray application operations 43.1.4.1.5, 43.1.8.10, A.43. 1.4.1.5
Tents and temporary membrane structures 25.1.5.5

Openmg protectives see also Fire door assemblies; Fire windows
Combustible fiber storage room or building 62.5.3.2, 62.5.4(4)
Fire barriers 12.7.4, A12.7.4.2
Fireworks facilities 65.11.4.4.1, 65.11.4.4.2
Fuel dispensing areas, inside buildings 30.1.6.3
Motor vehicle fuel dispensing facilities 42.2.6.5.3
Smoke partitions 12.8.3, A12.8.3.4
Temporary separation walls 16.4.2.3, 16.4.2.4, A16.4.2.4

Openings
Aerosol products, buildings for 61.4.2.1
Airport ramps, openings facing 21.2.3.5, A21.2.3.5
Compressed gases and cryogenic fluids 63.3.8.2.3
Conveyor, spray areas 43.1.3.2
Exit enclosures 14.3.1, A.14.3.
Flammable and combustible liquids storage,

handling, and use 66.2.3.2.4, 66.4.4.2.2,
A.66.2.3.2.4.4

Supply and exhaust, hazardous materials storage
facility 60.4.2.9

Vertical 4.4.5; see also Penetrations
For conveyors, elevators, and dumbwaiters 11.3.5
Marking of shaftways 10.13.2, A11.5.1.3
Protectives, minimum ratings for Table 12.7.4.2
Rubbish chutes and laundry chutes see Chutes, rubbish or

laundry
Smoke barriers 12.9.6
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Open parking structures 13.3.2.12.6, 13.3.2.14.7,
13.7.2.22.2.2,29.1.1

Definition 3.3.138.20.3
Open plan buildings 20.2.2, 20.2.3.2.2, 20.3.2.4, 20.3.3.2.3.3
Open system use see Use
Open system use (def'mition) 3.3.207.2, A.3.3.207.2
Operating or process unit (vessel) 66.5.3.2, A.66.5.3.2.3

Definition 3.3.141
Operating pressure (def'mition) 3.3.142
Operations and maintenance (0 & M) manual 5.1.8, A.5.1.8
Operations (def'mition) 3.3.143
Operators, responsibilities of see Owners, responsibilities of
Ordinance adopting code, sample Annex C
Ordinary hazard contents

Definition 3.3.107.3, A.3.3.107.3
Extinguishers, portable fire 13.6.6.1.3

Ordinary (moderate) hazard occupancies (def'mition) 3.3.32.3
Organic peroxide 60.1.5.1 (1) (f), Table 60.2.2.1 (a),

Table 60.2.2.1(b), 60.3.2.1(2), 60.3.2.2(4), 60.3.2.3(5),
Table 60.4.7, 70.1, A.70.1.1; see also Hazardous materials

Definition 3.3.144
Detached storage Table 60.4.8
Formulations B.3
Permits Table 1.12.19(a), Table 1.12.19(d), 70.1.2
Peroxide forming chemicals (definition) 3.3.151
Secondary containment Table 60.4.6.3.1,

Table 60.5.10.1.5.2(A)
Specific occupancies, storage and use in ..... 60.2.3.1.3,60.2.3.2.3,

60.2.3.3.4, 60.2.3.4.3, 60.2.3.5.3, 60.2.3.6.3
Spray application of 43.2,43.3.7.1, A.43.2
Storage area (definition) 3.3.144.2

Organic peroxide formulations 70.3, A. 70.3
Classification 70.3.2, A.70.3.2
Definition 3.3.144.1, A.3.3.144.1
Storage arrangements 70.3.4.9, 70.3.5.4, 70.3.6.2,

A.70.3.4.9.6, A. 70.3.5.4.3, A. 70.3.6.2
Storage limitations 70.3.4.8, A.70.3.4.8.1.3, A.70.3.4.8.2

Organic peroxide storage area (def'mition) 3.3.11.12
OSHA (dermition) 3.3.145
Outdoor areas 68.2.2.2.1, 68.3.4(2)

Definition 3.3.11.13
Outdoor storage 10.17, A.I0.17.5

Corrosive solids and liquids 64.2
Cryogenic fluid containers 63.4.12.2
Flammable and combustible liquids 66.4.7
Flammable solids 67.2
Forest products Chap. 31
Hazardous materials see Hazardous materials
Highly toxic and toxic solids and liquids 68.3
LP-Gas portable containers 69.5.4, A.69.5.4.1, A.69.5.4.2.2
Pyrophoric solids and liquids 71.2
Tires Table 1.12.19(a)
Unstable (reactive) solids and liquids 72.2
Water-reactive solids and liquids 73.2

Ovens and furnaces see Industrial ovens and furnaces
Owners, responsibilities of 10.2, 13.1.2, 13.2.3.2

Buildings under construction 16.3.2, A.16.3.2.1
Emergency plans 10.9.3
Fire reporting requirements 10.7.1.3, A. 10.7.1.3
Marine vessels, fueling of 42.3.10.7
Private fire service mains 13.5.4.1
Sprinkler systems 13.3.3.3, A.13.3.3.3

Oxidizers 60.1.5.1(1) (g), Table 60.2.2.1(a),
Table 60.2.2.1(b), 60.3.2.1(3), 60.3.2.2(5), 60.3.2.3(6),
Table 60.4.7,70.1,70.2, A.70.1.1, A.70.2; see also
Hazardous materials

Bulk storage 70.2.7.3.7, 70.2.8.3.3
Class 1 70.2.2(1),70.2.5, A.70.2.5.2, B.2.2
Class 2 70.2.2(2), 70.2.6, A.70.2.6.2, A.70.2.6.3.4, B.2.3
Class 3 70.2.2(3), 70.2.7, A.70.2.2(3), A.70.2.7.2, B.2.4
Class 4 70.2.2(4), 70.2.8,A.70.2.2(4), A.70.2.8.2, A.70.2.8.5,

B.2.5
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Classification of 3.3.146.1, 70.2.2, A.70.2.2, B.2
Definition 3.3.146, A.3.3.146
Detached storage see Detached storage
Fire protection 70.2.4.9, A.70.2.4.9
Permits Table 1.12.19(a), Table 1.12.19(c),

Table 1.12.19(d), 70.1.2
Retail storage and display 70.2.9, A.70.2.9.2.1
Secondary containment : Table 60.4.6.3.1,

Table 60.5.10.1.5.2(A)
Specific occupancies, storage and use in ..... 60.2.3.1.2,60.2.3.2.2,

60.2.3.3.3, 60.2.3.4.2, 60.2.3.5.2, 60.2.3.6.2
Oxidizing gas 60.1.5.1 (1), Table 60.2.2.1 (a),

Table 60.2.2.1 (b), 60.3.2.3(7), 63.1.3.1 (1) (c), 63.2.1.1.3,
Table 63.3.1.5.2, 63.3.6; see also Compressed gas;
Hazardous materials

Definition 3.3.101.13
Permit amounts for Table 1.12.19(b) to Table 1.12.19(d)
Specific occupancies, storage and use in ..... 60.2.3.1.5, 60.2.3.2.5,

60.2.3.3.6, 60.2.3.4.5, 60.2.3.5.5, 60.2.3.6.5
Oxygen-fuel gas systems 41.4
Ozone-gas generating equipment Annex G

-p-
Panic hardware 14.5.3.3
Parade floats Table 1.12.19(a), 10.18
Parking structures 13.3.2.12.6, 13.3.2.14.7, 13.7.2.22.2, Chap. 29

Basement and underground 29.1.1
Definition 3.3.138.20.1

Definition 3.3.138.20, A.3.3.138.20
LP-Gas cargo vehicles 69.6.2
LP-Gas fueled vehicles 42.5.2.7
LP-Gas systems on vehicles 69.3.4.6

Partitions see Smoke partitions
Patch kettles (def"mition) 3.3.147
Penalties, for code violation 1.16, E.2.4
Penetrations 12.7.5, A.12.7.5.6.3

Exit enclosures 14.3.1 (6)
Smoke barriers 12.9.6
Smoke partitions 12.8.4

Performance-based design 1.4, 4.3.2, 4.5.3, Chap. 5
Definitions 3.4
Design scenarios 5.4, A.5.4
Documentation requirements 5.7, A.5.7.1, A.5.7.2
Evaluation 5.1.5, 5.5, 5.7.13, A.5.1.5
Performance criteria see Performance criteria
Pre-eonstruction design requirements 5.1, A.5.1
Retained prescriptive elements 4.3.2.2, 5.3, 5.7.10
Safety factors 5.6, 5.7.9, A.5.6
Warrant of fitness 4.5.5

Performance criteria 5.2, A.5.2.2
Definition 3.4.15, A.3.4.15

Pennissible exposure limit (PEL) (def"mition) 3.3.123.2,
A.3.3.123.2

Permits 1.12; see also specific occupancies
Asbestos removal Table 1.12.19(a), 16.8.2
Automobile wrecking yards Table 1.12.19(a), 22.2
Definition 3.3.149
Explosives, fireworks, and model rocketry 65.2.3, 65.3.3, 65.4.2,

65.5.2,65.7.2,65.8.2,65.9.2,65.10.2,65.11.3,
A.65.11.3.1

Fire protection systems 13.1.1.1
Fire pumps 13.4.1.2
Forest products 31.2
Laboratories using chemicals 26.3
Misrepresentation, effect of 1.12.3
Model fees and charges program Annex F
Revocation or suspension of 1.12.18
Sample permit Fig. A.1.12.16
Special outdoor events, carnivals, and fairs Table 1.12.19(a),

10.16,10.16.1



INDEX 1-467

Tents, membranes, grandstands,
and folding/telescopic seating 25.1.2

Waste and refuse 19.1.1
Peroxide-forming chemicals (def"mition) 3.3.150
PersomllB care (def"mition) 3.3.151, A.3.3.151
Pest control devices 65.11.2.4
Pesticides (def'mition) 3.3.152
Petroleum, crode (defmition) 3.3.56
Physical hazard materials 60.1.5.1 (1), Table 60.2.2.1 (a),

Table 60.2.2.1 (b), 60.3.2.3, Table 60.5.10.1.5.2(2),
63.1.3.1 (1), A.60.3.2.3; see also Hazardous materials

Definition 3.3.130.7
Physical! hazardls (def'nnition) 3.3.153
Piers 28.1.6.2.3, 28.1.7.2, 28.1.7.3, 28.2, 42.3.1.3,

42.3.2.2, 42.3.7.2, 42.3.7.3, A.28.1.7.3, A.28.2
Pipes and pi.ping

Compressed gases and cryogenic fluids 63.2.12, 63.3.1.2.4
Cryogenic fluids 63.4.13.2.3.2(C)
Flammable and combustible liquids 43.1.6.4, 66.3,

66.5.3.7.6, A,43.1.6.4
Hazardous materials 60.3.8, A.60.3.8.4
Hot tapping of pipeline 41.3.5, A.41.3.5
LP-Gas equipment and appliances 69.2.3, 69.3.2.9,

69.3.3.2.3, 69.3.4.2.8, 69.3.5.3.5
Motor vehicle fuel dispensing facilities 42.2.4, 42.3.3, 42.3.7.3
Ozone-gas generating equipment G.5
Tar kettles 16.7.3.2 to 16.7.3.5

Pits, repair garages 30.2.6, 30.2.8.3
Planned building groups Chap. 15

Definition 3.3.154
Plan review 1.14, A. 1.14.1
Plans 1.7.10; see also Emergency plans

Construction operations, prefire plans for 16.3.3, A.16.3.3
Fireworks retail sales facilities ..... 65.11.3.2, 65.11.8.2, A.65.11.8.2
Hazardous materials management plans 60.1.8.1,

A.60.1.6.1.1, A.60.1.8.1.1, D.3
Motor vehicle fuel dispensing facilities 42.2.2.2
Planned building groups 15.3
Storage occupancies 20.15.1.2
Wildland/urban interface, construction plans for 17.2

Plastics
Cellulose nitrate plastic Table 1.12.19(a), Table 1.12.19(d)
Foamed 20.1.2.2, 20.1.2.4, 20.1.4.3.6, 20.1.4.3.7,

20.1.4.4.4.4(6),20.1.4.4.4.6(B)
Pyroxylin Table 1.12.19(a)

Play strudures, multilevel 20.1.3.1, A.20.1.3.1
Plural component coverings 43.2, A.43.2
Poles, outside storage of 31.3.5, A.31.3.5
Portable coolking see Cooking equipment
Portable taJrnks see Tanks
Posts, outside storage of 31.3.5, A.31.3.5
Powder coating 43.1.3.1.5, 43.1.4.1.4, 43.1.5.2.2,

43.1.7.5, A.43.1.7.5
Power see also Emergency power; Standby power

Alarm systems, power supplies for 13.7.3.8, A.13.7.3.8
Power taps, relocatable 11.1.5.2
Preaction sprinkler systems 66.4.8.2, A.66.4.8.2
Premises identification 10.13.1
Prepackaged f'Jreworks merchandise see Fireworks
Prescriptive-based design 4.3.1, 4.3.2.2, 5.3, 5.7.10
Pressure-treating plants 31.3.5, A.31.3.5
Pressurization system, membrane structures 25.5.3.2, 25.6.5.2
Primary contaimnent (definition) 3.3.156
Private buildings (defInition) 3.3.22.6
Private frre hydrants see Fire hydrants
Private frre service mams 13.5.1, 13.5.4
Private water supply systems 18.3.5
Processes or processmg (defInition) 3.3.158; see also specific

processes, e.g. Oxidizers
Process WJLi.t (vessel) see Operating or process unit (vessel)
Professional engineers (defmition) 3.3.160
Projected beam detectors ......... 13.7.4.3.7, 13.7.4.3.10.2, 13.7.4.6.2

Projection rooms 20.1.4.10
Property protection 4.1.4, A.4.1.4.2.1, A.4.1.4.2.2

Appropriateness of safeguards 4.4.2
Multiple safeguards 4.4.1
Performance-based design option 5.2.2.4, A.5.2.2.4

Proposed design (def"nnition) 3.4.16, A.3.4.16
Proprietary in.fonnanon (definition) 3.3.161
Protected above ground tanks see Tanks
Protection for exposures

Definition 3.3.162
Forest products, storage of 31.3.2.3, 31.3.3.4,31.3.6.4,

A.31.3.2.3.1, A.31.3.3.4.2, A.31.3.6.4.1 to A.31.3.6.4.3
Public f'Ire education 1.7.14
Public water supply, contamination of 13.5.3.2, A.13.5.3
Public way (lCiefmition) 3.3.163; see also Roadways
Public wenfare 4.1.5,5.2.2.5, A.4.1.5.1, A.4.1.5.2, A.5.2.2.5
Pwnps, f"rre see Fire pumps
PUlmpS, fuel

Aircraft fueling 42.4.5.2.4, 42.4.5.2.7
Remote/submersible 42.2.5.4
Rooftop heliports , 42.4.4.3

Purpose of code 1.2, A. 1.2
lP'yrophoric gas 60.1.5.1 (1)(a) , Table 60.4.7, 63.1.3.1 (l)(d),

63.2.8.2.1, Table 63.3.1.5.2, 63.3.7; see also Compressed
gas; Hazardous materials

Definition 3.3.101.14
Detached storage Table 60.4.8
Permit amounts for Table 1.12.19(b), Table 1.12.19(d)

lPyrophorics (sollids and liquids) 60.1.5.1 (1)(h), Table 60.2.2.1 (a),
Table 60.2.2.1(b), 60.3.2.1(4), 60.3.2.2(6), Chap. 71

Definition 3.3.164
Permit amounts for Table 1.12.19(d)
Secondary containment Table 60.4.6.3.1,

Table 60.5.10.1.5.2(A)
lPyrotedmic articles Table 1.12.19(a), 20.1.4.2, 65.11.2.1
lPyrotechnics before a proximate audience Table 1.12.19(a), 65.3
lPyroxyllin plastics Table 1.12.19(a)

-lR-
lRacks

Definition 3.3.165, A.3.3.165
Double-row racks (definition) 3.3.165.1
Movable racks (definition) 3.3.165.2, A,3.3.165.2
Multiple-row racks (definition) 3.3.165.3
Portable racks (definition) 3.3.165.4, A.3.3.165.4
Single-row racks (definition) 3.3.165.5

lRack storage 20.15.1.2.2,20.15.7.4.1, A.20.15.7.4.1
Boats 28.1.8.3, A.28.1.8.3.3
Flammable and combustible liquids inside liquid

storage areas 66.4.4.3.3, 66.4.4.4.3, 66.4.4.4.5,
66.4.5.2.4,
66.4.8.1.2,66.4.8.2.1,66.4.8.6

Oxidizers Table 70.2.6.3.7.2, Table 70.2.7.3.8.2
lRadar eqwpment, airports 42.4.2.1.4, 42.4.2.1.5, A.42.4.2.1.5
lRamps

Airport see Airport ramps
Definition 3.3.166
As means of escape 4.5.6.2.2
Performance-based design option 5.3.4(5)

]Recommended practice (dlef'nnition) 3.2.7
]Records 1.11

Aerosol products storage, use, and handling 61.7.6.1
Alarm systems 13.7.3.2.4, 13.7.3.2.6, A.13.7.3.2.4(1)
Cooking equipment exhaust system 50.2.3, 50.2.4,

50.4.11, A,50.4.11.2
Fees for F.7
Fire protection systems 13.3.3.4, 13.6.6.8.2.1(C),

13.6.6.8.3.3, 13.7.3.2, A.13.3.3.4.1, A.13.7.3.2
Construction documents for 13.1.1
Testing and maintenance 13.1.5

Flammable and combustible liquids storage 66.2.5.6, A.66.2.5.6
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Hazardous materials 6.1.9.3, 60.1.8, A60.1.8.1.1,
A60.1.8.2, D.2, D.3.2.7, D.4

Owners and occupants, of 10.2.5
Performance-based design 5.1.4,5.1.6,5.1.12.3,5.7,

A5.1.4, A5.7.1, A5.7.2
Refrigerant quantities 53.18
Spray application staff, training of 43.5.1.4

Record storage 12.4.3,20.15.5, A.12.4.3, A20.15.5.2
Recreational fires (definition) 3.3.167
Recreational vehicle parks 27.2
Reduced flow valves (definition) 3.3.208.2
References 1.3.2, Chap. 2, A1.3.2, Annex]
Refmeries 66.5.7.1

Definition 3.3.168
Refrigerated containers, lLlP-Gas 69.2.1.1
Refrigeration, mechanical Table 1.12.19(a), 53.4, Chap. 53
Refueling Chap. 42
Refuse, combustible 10.14.1, Chap. 19

Definition 3.3.40
Relocatable power tap (defmition) 3.3.169
Relocation area 5.2.2.6, 10.6.6
Remote pumping systems 42.2.5.4
Repair garages 30.2, 30.3, A30.2.8

Construction 30.2.3
Definition 3.3.138.21
LP-Gas cargo vehicles in 69.6.2.2.3
LP-Gas fueled vehicles 42.5.2.7
LP-Gas systems on vehicles 69.3.4.6
Major repair garage (definition) 3.3.138.21.1
Minor repair garage (definition) 3.3.138.21.2
Permit requirements Table 1.12.19(a)

Reports 1.11
Fires and other emergencies, reporting of 10.7, AI0.7.1.3

Residential board and care occupancies 20.5, A20.5
Battery systems, location of 52.3.3.4
Christmas tree provisions Table 10.15.1
Definition 3.3.138.22, A3.3.138.22
Detection, alarm, and communication systems 13.7.2.15,

13.7.2.16, AI3.7.2.16.1.2
Doors 14.5.1.1.3
Emergency plans 10.9.1,20.5.2.1
Extinguishers, portable fire Table 13.6.1.2
Hazardous materials storage and use 60.2.3.6, Table 60.3.5
Means of egress, occupant load Table 14.8.1.2
Sprinkler systems 13.3.2.17,13.3.2.18,

AI3.3.2.17, A.13.3.2.18.2.1
Residential occupancies see also Specific occupancies

Battery systems, location of 52.3.3.4
Board and care facilities see Residential board and care

occupancies
Definitions 3.3.138.23
Flammable and combustible liquids storage 66.4.5.3
LP-Gas storage in 69.5.3.1, 69.5.3.4

Resins, spray application of 43.3, A43.3
Retail buildings, bulk merchandising

Definition 3.3.138.3
Detection, alarm, and communication systems 13.7.2.17.3,

13.7.2.18.3
Sprinkler systems 13.3.2.19.3, 13.3.2.20.2

Roadways
Fire apparatus access roads 18.2.2, 18.2.3, 22.3,

AI8.2.2.5.6.2, AI8.2.3
Wildland fire-prone areas 17.3.5.3, 17.3.7

Rockets, model 65.6 to 65.8
Permit requirements Table 1.12.19(a)
Wildland fire-prone areas 17.3.4.2

Roofmg kettles see Kettles
Roofmg systems, torch-applied Table 1.12.19(a), 16.6
Roofs

Access to 10.13.3.6, 14.6.4.5, 14.11.6
Heliports, rooftop see Heliports, rooftop
LP-Gas systems on 69.3.3, 69.3.3.9, A69.3.3.8.3
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Membrane structures 25.5.1.1,25.5.1.4,25.6.1.3
Outside storage areas 10.17.5, AlO.17.5

Rooming houses see Lodging or rooming houses
Rubbish, combustible 16.2.2, 17.3.4.7.2, AI6.2.2.1, AI6.2.2.4; see

also Waste, combustible
Rubbish chutes see Chutes, rubbish or laundry
Rubbish-handling operations, commercial Table 1.12.19 (a)

-§-

Safe location (defmition) 3.4.17
Safety see Life safety
Safety cans 43.1.6.5.1,60.5.9.2(1),66.4.5.4,66.4.5.5.2,66.4.5.5.3

Definition 3.3.170
Safety factor (defmition) 3.4.18
Safety margin (defmition) 3.4.19
Sales display area 6.1.6.1,6.1.6.2,65.11.10, A65.11.10

Definition 3.3.11.14
Salvage vehicles 22.9.2.1, 22.9.5.1

Definition 3.3.172
Satellite buildings (defmition) 3.3.22.7
Scaffolding, shoring, and forms 16.4.1, AI6.4.1
Scavenged gas (defInition) 3.3.101.15
Scene see Emergency scene
Scope of code 1.1, Al.l.1 (7)
Seating

In assembly occupancies 20.1.4.8
Folding and telescopic Table 1.12.19(a), 25.1, 25.4,

A25.1.6, A25.1.8
Grandstands 25.1,25.3, A25.1.6, A25.1.8

Secondary containment 60.4.6.3,60.5.10.1.5,60.5.10.2.5,
60.5.11.1.2,60.5.11.2.1.2,63.2.10

Tanks (definition) 3.3.199.6, A.3.3.199.6
Segregated storage

Definition 3.3.192.4
Organic peroxide 70.3.3.1, 70.3.5, A70.3.5.4.3
Oxidizers 70.2.3(1),70.2.5.3.1,

70.2.6.3.1, 70.2.7.3.1, A.70.2.3(1)
Self-closing (defmition) 3.3.173
Self-closing doors 12.8.3.5,12.9.4.4,14.5.4,63.2.14.1.3,

AI2.9.4.4, AI4.5.4.1
Self-service stations

Aircraft fueling 42.4.5.22
Attended 42.2.7.10
Unattended 42.2.5.3.8, 42.2.5.7.2, 42.2.6.4.1,

42.2.7.11, A42.2.6.4.1, A42.7.11.8
Semiconductor fabrication facilities Chap. 23, 60.3.2.5,

60.3.8.4, A60.3.2.5
Sensitivity analysis see Analysis
Separation of hazards

Aerosol products 61.6.2.6,61.6.3.1, 61.6.3.2
Compressed gases and cryogenic fluids ..... 63.2.14.3,63.2.15.1.2,

63.2.15.2,63.3.1.5,63.3.3.2.2.2,63.4.6
Definition 3.3.174
Fireworks facilities 65.11.7
Flammable and combustible liquids warehouse

storage 66.4.5.2.7
Gas rooms 63.2.3.4
Hazardous materials, separation of incompatible 60.1.20
Hazardous material storage and use 60.3.5
Oxidizers 70.2.4.3.2
Spray booths 43.1.3.3

Shaftways see Openings, vertical
Shall (definition) 3.2.8
Shop drawings (defmition) 3.3.175
Shoring, construction 16.4.1, A.16.4.1
Short-term exposure limit (STElL) (defmition) 3.3.123.3,

A3.3.123.3
Should (def1nitiolll) 3.2.9
Signals

Alarm (definition) 3.3.176.1
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Fire alarm signal 13.3.1.7.2,13.7.1.4.8,13.7.3.5.2,
13.7.3.6, AI3.7.3.6.5

Definition 3.3.176.2
SupeIVisory signals 13.3.1.7.1, AI3.3.1.7.1

Signs see also Marking
Aircraft fuel seIVicing 42.4.2.1.3
Airports 21.2.5
Asbestos removal 16.8.3
Assembly occupancies 20.1.4.7.2, 20.1.4.8.3
Battery systems, location of 52.3.8
Buildings under construction 16.2.3.1.5
Combustible fibers, handling or storage of 62.3.2
Compressed gases and cryogenic fluids 63.3.5.3.2
Cryogenic containers and systems 63.4.4.1.3
Doors , 14.5.1.1.4(2), 14.5.2.4(2), 14.5.3.1 (4),

14.5.3.2(4), AI4.5.3.1 (4)
Egress direction 14.14.2
Emergency fuel shutoff stations 42.4.4.4.3
Exit discharge 14.11.5
Fibers, combustible, storage and handling 19.1.7.2
Fireworks facilities 65.11.6.5, 65.11.9.1
Forest products, storage of 31.3.2.2.2
Hazardous materials identification 60.1.14
Health care occupancies 20.4.2.4(1), 20.6.2.4(1)
Heliports, roof-top 21.3.3.5
Marinas and boatyards 28.1.9.4, 28.1.9.5
Means of egress 14.14.2 to 14.14.6,20.1.3.7,65.11.9.1,

AI4.14.3 to A14.14.6, A20.1.3.7.3
Motor vehicle fuel dispensing facilities 42.2.7.5.4, 42.4.2.5,

42.5.1.4.3.11,42.5.1.7.7
No exit 14.14.6.5.1, AI4.14.6.5.1
Organic peroxide storage 70.3.4.5
Oxidizer storage 70.2.4.8.2
Ozone-gas generating equipment G.4.2, G.4.3, G.5.4
Refrigeration systems 53.7.5.1, 53.14
Residential board and care occupancies A20.5.2.4.1 (1)
Roof access 14.6.4.5
SeIVice stations 42.2.7.5.4, 42.2.7.11.3, 42.3.5.3,

42.3.5.5,42.3.10.8
Shaftways 10.13.2
Spray application operations 43.1.8.10, 43.2.7
Stair identification 10.13.3, AI0.13.3
Storage occupancies 20.15.7.3.2
Wildland fire-prone areas, restricted entry to 17.3.3.3

Silane and silane mixmres 63.3.7.2
Simple asphyxilllllllt gas (defminon) 3.3.101.16
Sm.gle fnre soanrce, assunmption of 4.2.1, A.4.2.1
SIT units 1.5
Smoke a!2ln1ll§ 13.7.1.4.9

Apartment buildings 13.7.2.11.4, 13.7.2.12.3, AI3.7.2.11.4
Definition 3.3.178
Hotels and dormitories 13.7.2.9.3, 13.7.2.10.2, AI3.7.2.9.3
Lodging and rooming houses 13.7.2.13.2
One- and two-family dwelling 13.7.2.14
Residential board and care occupancies 13.7.2.15.1.2

to 13.7.2.15.1.4, 13.7.2.15.2.2, 13.7.2.16.1.4 to
13.7.2.16.1.6,13.7.2.16.2.2

Stock or equipment trailers 10.16.6
Smoke !barnell'S 12.7.4, 12.9,20.1.4.4.3, AI2.7.4.2, A12.9

Definition 3.3.179, A3.3.179
Smoke compartments (defmition) 3.3.44.2, A3.3.44.2
Smoke contron systems 11.8, 11.9.5(11), Al1.8

Dedicated (definition) 3.3.198.7
Fireworks facilities 65.11.5.4
Nondedicated (definition) 3.3.198.10

Smoke dlampell'S see Dampers
Smoke detedoll'S 13.7.1.4.8.8,13.7.1.4.8.9,13.7.4.3.5 to

13.7.4.3.10, 13.7.4.6, A13.7.4.6; see also Detection
systems

Assembly occupancies 20.1.3.4 to 20.1.3.6
Battery systems, location of 52.3.10
Compressed gas 63.3.8.7

Definition 3.3.61.5
Smoke dampers, closing of 12.8.6.4,12.9.5.6,

13.7.1.4.10.2(B), AI3.7.1.4.10.2(B)
Smoke partitions 12.7.4, 12.8, AI2.7.4.2, A12.8

Definition 3.3.181, A3.3.181
Smokimtg 5.3.3(3), 10.10

Aerosol products storage, use, and handling 61.4.6.6.2(5),
61.7.3.1 (5),61.7.3.2

Aircraft fuel seIVicing 42.4.2.1.3
Aircraft hangars 21.1.3
Airport terminal buildings 21.2.2.3
Assembly occupancies 20.1.4.7
Board and care occupancies 20.5.2.4, A20.5.2.4.1
Buildings under construction 16.2.3.1.4, 16.2.3.1.5
Combustible fibers, handling or storage of 62.3
Compressed gases and cryogenic fluids 63.3.5.3.2
Definition 3.3.182
Fibers, combustible, storage and handling 19.1.7
Fireworks facilities 65.11.6.5
Flammable and combustible liquids storage,

handling, and use 66.2.4.3.1 (5),66.2.4.3.2,
66.4.10(3),66.5.6.2,66.5.6(5)

Forest products, storage of 31.3.2.2.2
Hazardous materials, in areas with 60.1.12.1, 60.1.14.3
Health care occupancies 20.4.2.4, 20.6.2.4,

A20.4.2.4, A20.6.2.4
Heliports, roof-top 21.3.3.5
Motor vehicle fuel dispensing facilities 42.2.7.5.1, 42.2.7.5.4,

42.4.2.5,42.5.1.4.3.11,42.5.1.7.7
Organic peroxide 70.3.4.5
Oxidizer storage 70.2.4.8
Repair garages 30.3.2.1
SeIVice stations 42.3.5.5, 42.3.10.4(2)
Spray application operations 43.1.8.10, 43.2.7
Storage occupancies 20.15.7.3
Temporary membrane structures 25.1.5.4, 25.6.2.2
Tents 25.1.5.4, 25.2.4.2
Wildland fire-prone areas 17.3.4.1

Smokimtg areas 10.10.2
Definition 3.3.11.16

Solids
Combustible particulate solid (definition) 3.3.184.1,

A3.3.184.1
Flammable see Flammable solids

Solvent distillation UB.lllI.its 66.5.7
Solvent extraction pllllllllts Chap. 44

Permits Table 1.12.19(a), 44.3
Sonvents

Chlorinated 43.1.8.9, A43.1.8.9
Cleaning 43.1.8.7

S01ll1l.clstages 20.16.1.2
Spark arrestell'S 10.11.9, 17.3.4.8.3, 17.3.4.9,31.3.2.2.12
Special aJm1llSement !bwillclIDgs 10.9.1, 20.1.3, A20.1.3
Special oUltdoor events Table 1.12.19(a), 10.16
Speciall strUlcWres 13.7.2.27,20.16, AI3.7.2.27.2.1

Extinguishers, portable fire Table 13.6.1.2
LP-Gas storage in 69.5.3.3

Special me (defmition) 3.3.207.3
Spillage

Aerosol products 61.6.2.6.1
Aircraft fuel seIVicing 42.4.5.2, A42.4.5.2
Compressed gases and cryogenic fluids 63.2.10
Electrolyte 52.3.4, 52.3.5, A52.3.4.2
Flammable and combustible liquids 66.2.3.2.3, 66.4.6.3.5,

66.4.8.5,66.5.3.7.2, A66.4.8.5.1
Hazardous materials storage and use 60.4.6,60.5.10.1.5,

60.5.10.2.5,60.5.11.1.1,60.5.11.2.1,66.4.6.3.5
Sp0l1l.talllI.eous ignition 16.2.2.3

Aerosol products storage, use, and handling 61.4.6.6.2(7),
61.7.3.1 (7)

Flammable and combustible liquids storage, handling,
and use 66.2.4.3.1 (7),66.5.6(7)
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Spray application, flammable and combustible
liquids 43. I .8.8, A.43.1.8.5, A.43.1.8.8, A.43.2.3.2

Spot-type detectors 13.7.4.3, 13.7.4.3.5, 13.7.4.5.1
Definition 3.3.61.6

Spray applications, of flammable and combustible
materials '" Chap. 43; see also Spray areas; Spray booths;
Spray rooms

Electrical equipment and systems 43.1.4, 43.3.5,
A.43.1.4, A.43.3.5.3

Electrostatic equipment, automated 43.1.7.6, A.43.1.7.6
Fire protection systems and equipment 43.1.7, A.43.1.7
Ignition sources 43.1.4, A.43.1.4
Location of 43.1.2, A.43.1.2.1
Operations and maintenance 43.1.8, A.43.1.8
Organic peroxides and plural component coatings ... 43.2, A.43.2
Outdoor 43.1.1.2(l),A.43.1.1.2(l)
Permits Table 1.12.19(a), 43.1.8.11, A.43.1.8.11
Portable spraying equipment or

aerosol product use 43.1.1.2(2), A.43.1.1.2(2)
Storage, handling and distribution of flammable and combustible

liquids 43.1.6, A.43.1.6
Styrene cross-linked composites manufacturing 43.3, A.43.3
Ventilation 43.1.3.6, 43.1.5, 43.1.6.3.2 (4), 43.3.6,

A.43.1.1.2(2), A.43.1.5
Spray areas 43.1.3, A.43.1.3.1

Definition 3.3.11.17, A.3.3.11.17
Electrical devices in or adjacent to 43.1.4.2, 43.1.4.3,

43.1.4.6, 43.1.4.7, A.43.1.4.2.1, A.43.1.4.2.2
Extinguishing systems 43.1.7.1, A.43.1.7.1
Flammable and combustible liquids in 43.1.6.2,43.1.6.3
Sprinklers in 13.3.3.7
Ventilation 43.1.5.2, 43.1.6.3.2 (4), A.43.1.5.2

Spray booths 43.1.3, 43.1.4.3.2 to 43.1.4.3.4, 43.1.4.5,
60.5.10.1.3, 60.5.10.2.3, A.43.1.3.1, A.43.1.3.3, A.43.1.4.5

Definition 3.3.187
Permit requirements Table 1.12.19(a)

Spray rooms 43.1.3,43.1.4.3.2,43.1.4.3.4,43.1.4.5, A.43.1.4.5
Definition 3.3.188
Permit requirements Table 1.12.19(a)

Sprinklers
Alteration or painting of 13.3.3.8, A.13.3.3.8
Quick-response or residential, use oflisted 13.3.2.8.4,

13.3.2.12.5, 13.3.2.14.6, A.13.3.2.8.4, A.13.3.2.13.3,
A.13.3.2.15.3

Spare, stock of 13.3.3.6, A.13.3.3.6.1, A.13.3.3.6.3
In spray coating areas 13.3.3.7

Sprinkler systems 11.9.5(6), 13.3, Table 13.8, A.13.3
Aerosol products storage, use, and handling 61.4.6.4.1,

61.6.2.3.1.1, 61.6.2.5
Airports 21.2.6, A.21.2.6
Assemblyoccupancies 20.1.3.2,20.1.3.6,20.1.4.4.4.7,

A.20.1.3.2, A.20.1.4.4.4.7 (A) (3)
Compressed gases and cryogenic fluids 63.2.8, A.63.2.8
Construction, during 16.4.2.4, 16.4.3.2, A. 16.4.2.4, A.16.4.3.2.1
Cooking equipment 13.3.3.9
Demolition of buildings and 16.5.1
Fireworks facilities 65.11.4.4, 65.11.5.1
Flammable and combustible liquids storage,

handling, and use 66.4.8.2,66.4.8.6,66.5.9.3.3,
A.66.4.8.2, A.66.5.9.3.3

Hazardous material storage and use 60.3.3
High rise buildings 13.3.2.13.1, 13.3.2.15.9, 13.3.2.22,

A13.3.2.22.2, A13.3.22.3
Impairment 13.3.4, A.13.3.4
Inspection, testing, and maintenance 13.3.3, 13.3.3.5, A.13.3.3
Organic peroxide storage 70.3.4.6.2, 70.3.4.6.3,

70.3.5.5, 70.3.6.3, A. 70.3.4.6.2
Outside storage areas 10.17.5, A.10.17.5
Oxidizer storage 70.2.4.9.2, 70.2.6.3.7.2, 70.2.6.4.1,

70.2.7.3.8.2,70.2.8.2, 70.2.9.3, A.70.2.4.5, A.70.2.4.9.2,
A.70.2.8.2

Repair garages 30.2.7
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Spray application operations 43.1.7.1, 43.1.7.2, 43.3.3,
A.43.1.7.1, A.43.1.7.2, A.43.1.7.3.1, A.43.3.3

Storage occupancies 20.15.1.2.2, 20.15.7.2.1
Tents, membrane structures, grandstands, and folding/telescopic

seating 25.1.6
Ventilating systems 13.3.3.9

Stable liquids (defmition) 3.3.125.5
Staff, training of

Business occupancies 20.13.2
Day-care occupancies 20.3.3.2.3.4(E), A.20.3.3.2.3.4(E)
Detention and correctional occupancies 20.7.2.1,

A.20.7.2.1.2, A20.7.2.1.3
Fireworks, consumer, handling of 65.11.12.6, A.65.11.12.6
Flammable and combustible liquids storage,

handling, and use 66.2.4.6.2, 66.5.9.5
Hazardous materials, handling of 53.16,60.1.8.1.1,

60.1.10, D.3.2.8
Health care occupancies 20.4.2.1.2, 20.4.2.1.7, 20.4.2.1.9,

20.4.2.2, 20.6.2.1, 20.6.2.2, A.20.4.2.1.2, A.20.4.2.2.1,
A.20.6.2.1.2, A.20.6.2.2.1

Heliports 42.4.4.6
Hotels 20.8.2.1,20.8.2.2, A.20.8.2.1.1, A20.8.2.1.2
Mercantile occupancies 20.12.2
Motor vehicle fuel dispensing facilities 42.2.7.9,42.2.7.10,

42.5.2.3, A.42.4.5.13.6
Organic peroxide storage 70.3.4.2
Oxidizer storage 70.2.4.6
Service stations 42.3.10.1
Spray application operations 43.2.8, 43.5, A.43.5.1.2
Storage occupancies 20.15.1.5

Stages
Scenery, assembly occupancies 20.1.2, 20.1.4.3, A.20.1.4.3.2
Sprinkler systems 13.3.2.4.4, 13.3.2.5.4
Standpipe systems 13.2.2.4, A.13.2.2.4

Stairways 11.9.5(5)
Buildings under construction 16.3.7.5
Doors, reentry through 14.5.2.7, A.14.5.2.7
Enclosure and protection of 14.6, 14.7.3, A. 14.6.2 toA.14.6.4
Exit discharge 14.7.3
Interlocking or scissor 14.10.1.4, A.l4.10.1.4.2
Marking 10.13.3, 14.6.4, A.10.13.3, A. 14.6.4
As means of escape 4.5.6.2.2
Performance-based design option 5.3.4(4)
Protectives, minimum ratings for Table 12.7.4.2

Stakeholder (defInition) 3.4.21
Standard cubic foot (scf) (def'mition) 3.3.189
Standard (defmition) 3.2.10
Standard temperature and pressure (STP) (defInition) 3.3.190
Standby f'rre personnel 1.7.13, 10.16.4, A.1.7.13.2
Standby power 11.7.2, 11.7.3, 11.7.4.3, 11.9.5(7)

Compressed gases and cryogenic fluids 63.2.6.1
Hazardous materials storage and use 60.4.3, 60.5.3
Membrane structures 25.5.3.3, 25.6.5.3, A.25.5.3.3.1

Standpipe systems 13.2, A.13.2.2.4
Aerosol products storage, use, and handling 61.4.6.2
Airports 21.2.6.5
Buildings under construction 16.3.8, 16.4.3.3, A.16.4.3.3
Definition 3.3.198.11
Flammable and combustible liquids operations 66.5.9.2.2
Heliports, roof-top 21.3.6.4.2, 21.3.6.8
Marinas and boatyards 28.1.6.3
Marine motor fuel dispensing facilities 42.3.7.2
Permit requirements Table 1.12.19(a)

Static electricity
Aerosol products storage, use, and handling 61.4.6.6.2(9),

61.7.3.1 (9),61.7.7, A.61.7.7
Compressed gases and cryogenic fluids 63.3.5.3.1
Flammable and combustible liquids storage, handling,

and use 66.2.4.3.1(9), 66.2.4.3.4, 66.4.10(7),
66.5.6.4,66.5.6(9), A66.2.4.3.4, A.66.5.6.4

Spray application operations 43.1.4.5, A.43.1.4.5
Stationary tanks see Tanks
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Stop work 1.7.12
Storage see also Hazardous materials storage facility; High-piled

storage; Incidental liquid use or storage; Inside liquid
storage areas; Tanks; Warehouses

Aerosol products 61.4, 61.5, 61.6.3.3, A.61.5.1.2, A.61.5.2
Automotive fuel servicing 42.2.3, A.42.2.3
Boats 28.1.7, 28.1.8, A.28.1.7.3, A.28.1.8.3.3
Bulk , , see Bulk storage
Cellulose nitrate motion picture film 20.15.6
Clothing .... 20.1.4.9, 20.2.3.3.5, 20.3.3.2.3.4(C), 20.7.2.2, 43.1.8.6
Compressed gas 63.2.3, 63.2.4, 63.2.14, 63.3.2,

63.3.5.1,63.3.8.3.1
Corrosive solids and liquids Chap. 64
Cryogenic fluids 63.4, 63.4.12
Detached see Detached storage
Exposition facilities 20.1.4.4.3
Fibers Chap. 62
Fireworks facilities 65.11.4.4
Flammable and combustible liquids Chap. 66
Flammable solids Chap. 67
Forest products Chap. 31
Hazardous materials see Hazardous materials
Highly toxic and toxic solids and liquids Chap. 68
High-piled see High-piled storage
Isolated (definition) 3.3.192.3
Organic peroxide 43.2.4, 43.3.7.1
Outdoor storage see Outdoor storage
Oxidizers see Oxidizers
Oxygen-fuel gas cylinders and containers 41.4.5.2
Pyrophoric solids and liquids Chap. 71
Records 20.15.5, A.20.15.5.2
Refrigerant machinery rooms 53.10.8, 53.19
Resins 43.3.4
Segregated , see Segregated storage
Tires Table 1.12.19(a), 20.15.4, 22.7
Unstable (reactive) solids and liquids Chap. 72
Waste and rubbish, combustible 19.1.6, 19.1.7
Water-reactive solids and liquids Chap. 73

Storage cabinets see also Gas cabinets; Liquid storage cabinets
Hazardous materials 60.1.21, 60.2.2.2.2

Storage occupallJlcies 20.15, A.20.15
Christmas tree provisions Table 10.15.1
Definition 3.3.138.25, A.3.3.138.25
Detection, alarm, and communication systems 13.7.2.22
Extinguishers, portable fire Table 13.6.1.2
Hazardous materials 60.2.3.3, Table 60.3.5
Means of egress, occupant load Table 14.8.1.2
Permits Table 1.12.19(a), 20.15.1.1, 20.15.4.2,

20.15.6.1,20.15.7.1.1
Sprinkler systems 13.3.2.23, A.13.3.2.23

Storage tank buildings (dlefmition) 3.3.22.8
Storage tall1ks see Tanks
Stored electrical energy systems 11.7.3, 11.7.4.3
Story

Definition 3.3.193
Occupiable (definition) 3.3.193.1, A.3.3.193.1

Street (def"nnition) 3.3.194; see also Roadways
Street floor (def"mition) 3.3.195, A.3.3.195
Structural failure, occupant protection from 5.2.2.8
Structural integrity 4.1.4.2.3
Structures see also Buildings

Access to seeAccess, fire-fighting
Definition 3.3.196, A.3.3.196
Special 20.16

Styrene clt"Oss-linked composites manufactunring 43.3, A.43.3
Sub-floor work areas, repair garages , '" 30.2.6, 30.2.8.3
SulbmersilbRe pumpmg systems 42.2.5.4
Summarillyabate (dlef"Inition) 3.3.197
Supervision

Cooking equipment alarm systems 50.4.4.10, 50.4.9,
A.50.4.4. 10

Fire pump valves 13.4.3, A.13.4.3

Hazardous material storage/use alarm, detection, and
extinguishing systems 60.4.5, 60.5.5

Sprinkler systems 13.3.1.7
Suppression systems see Extinguishing systems
Systems see also specific systems

Definition 3.3.198
Design/installation 4.4.6

-1'-
Tank cars 66.5.5, A.66.5.5
Tanks

Aboveground
Alternative fuels 42.3.11.3, A.42.3.11.3.3
Definition 3.3.199.1, 3.3.199.2
Flammable and combustible liquids storage 66.2, A.66.2
Hazardous materials 60.3.9.2
Motor vehicle fuel dispensing facilities 42.2.2.2.2, 42.2.3.2.1,

42.2.3.3.2, 42.2.3.4.2 to 42.2.3.4.8, A.42.2.3.3.2,
A.42.2.3.4.5.2, A.42.3.4.6

Fire resistant 42.2.3.4.2
Protection , , 42.2.3.4.3 to 42.2.3.4.6,

A.42.2.3.4.5.2, A.42.2.3.4.6
Vaults 42.2.3.4, A.42.2.3.4.5.2, A.42.2.3.4.6

Protected (definition) 3.3.199.5
ASME see ASME containers or tanks
Cargo 42.3.9
Compressed gas 63.3.1.1
Flammable and combustible liquids 66.2, 66.5.3.7.1,

66.5.3.7.4, 66.5.4.4.2, 66.5.4.5, A.66.2, A.66.5.4.5 (3)
Fuel

Aircraft fuel 42.4.3, A.42.4.3.3.1
Boat storage and 28.1.8.1.5
Fire pump fuel supply 13.4.4.4
Generators 25.1.12.2
Heliports 21.3.3.2

Hazardous materials 60.1.25.2,60.3.6.2,60.3.9,60.4.4.3,
60.4.4.4, 60.4.9, 60.5.9.2

Motor vehicle fuel dispensing facilities 42.2.3, 42.3.2,
42.3.8, A.42.2.3, A.42.3.8.2

Portable 42.3.8, 43.1.6.5.1, A.42.3.8.2
Definition 3.3.199.4
Flammable and combustible liquids 66.4, 66.4.4.3.9,

66.4.7,66.5.3.7.8,66.5.3.7.9,66.5.4.2,
66.5.4.4.1, A.66.4, A.66.5.3.7.8

Mixing tanks 43.1.6.3.1
Secondary containment (definition) 3.3.199.6, A.3.3.199.6
Stationary (definition) 3.3.199.7
Storage (definition) 3.3.199.8
Underground 42.2.2.2.2, 42.2.3.3.1, 60.3.9.1, 66.2.1.1,

66.2.5.1.4,66.2.5.5.8,66.2.5.5.9,66.2.5.6, A.66.2.5.6
Tank vehides 42.2.7.2.2, 42.2.7.12, 42.3.9,

42.4.5.17 to 42.4.5.20, 66.5.5, A.66.5.5
Tar kettlles Table 1.12.19(a), 16.7
Tedmical assistan.ce 1.15,5.1.5, A.1.15, A.5.1.5
Television IPlt"Odluction soundstages 20.16.1.2
Temporary heating equipment see Heating equipment and

appliances
Temporary wiring 11.1.6

Definition 3.3.200
Tensioned-membrane structures , 25.5.2, 25.6.4
Tents 25.1, 25.2, A.25.1.6, A.25.1.8

Fireworks sales see Fireworks
Permits Table 1.12.19(a), 25.1.2

TerminaD. lbuildlin:ngs, airport see Airport terminal buildings
Testing see Inspection, testing, and maintenance
Ties, outside storage of 31.3.5, A.31.3.5
Ture-relbuilding plants Table 1.12.19(a)
Tire storage Table 1.12.19(a), 20.15.4, 22.7
Title of code 1.1.2
Torclb.-applied roof"mg systems Table 1.12.19(a), 16.6
Torclb.es, use of see Hot work
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Towers 13.7.2.27.1
Toxic gas 60.1.5.1 (2) (a), 63.1.3.1 (2) (d), 63.2.1.1.4,

Table 63.3.1.5.2, 63.3.8, A63.3.8.3.6.1; see also
Compressed gas

Definition 3.3.101.17
Permit amounts for Table 1.12.19(b), Table 1.12.19(d)
Refrigerants 53.8.2
Specific occupancies, storage and use in 60.2.3.1.1,60.2.3.2.1,

60.2.3.3.2,60.2.3.4.1,60.2.3.5.1,60.2.3.6.1
Toxic materials (solids and liquids) 60.1.5.1 (2) (c),

Table 60.2.2.1 (a), Table 60.2.2.1 (b), 60.3.2.4(3), Chap.
68; see also Hazardous materials

Definition 3.3.130.8
Permit amounts for Table 1.12.19(d)
Secondary containment Table 60.4.6.3.1,

Table 60.5.10.1.5.2 (A)
Supply piping for 60.3.8.4, A60.3.8.4

Tracer bullets and tracer charges 17.3.4.2
Trade secrets 1.7.9.4
Training

Board and care occupancy residents, of 20.5.2.2
Staff see Staff, training of

Treated f"mishes 12.6
Treatment systems (defInition) 3.3.198.12
Truck repair garages see Repair garages
Turbines, gas 11.7.1
Two-family dwellings see One- and two-family dwellings

-u-
Unauthorized discharge (j[))efmition) 3.3.202
Uncertainty analysis see Analysis
Underground releases, flammable and combustible liquids ..... 66.7,

A66.7
Undergroundstruc~s

Emergency plans 10.9.1
Parking structures 29.1.1

Definition 3.3.138.20.1
Sprinkler systems 13.3.2.21

Underground tanks see Tanks
Unit operation or process (def"mition) 3.3.203
Units of measurement 1.5
Unit (vessel), operating or process see Operating or process unit

(vessel)
Unstable (reactive) gas 60.1.5.1 (l)(a) , 63.1.3.1 (l)(e),

63.1.3.1 (1)(E) , Table 63.3.1.5.2, 63.3.9; see also
Compressed gas; Hazardous materials

Definition 3.3.101.18, A3.3.101.18
Permit amounts for Table 1.12.19(b), Table 1.12.19(d)

Unstable (reactive) materials (solids and liquids) ...... 60.1.5.1 (1) (i),
Table 60.2.2.1 (a), Table 60.2.2.1 (b), 60.3.2.1 (5),
60.3.2.2(7),60.3.2.3(8), Table 60.4.7, Chap. 72; see also
Hazardous materials

Class 1 (definition) 3.3.130.9.1, A3.3.130.9.1
Class 2 (definition) 3.3.130.9.2, A3.3.130.9.2
Class 3 (definition) 3.3.130.9.3, A3.3.130.9.3
Class 4 (definition) 3.3.130.9.4, A3.3.130.9.4
Definition 3.3.130.9
Detached storage Table 60.4.8
Permit amounts for Table 1.12.19(d)
Secondary containment Table 60.4.6.3.1,

Table 60.5.10.1.5.2(A)
Specific occupancies, storage and use in ..... 60.2.3.1.4, 60.2.3.2.4,

60.2.3.3.5, 60.2.3.4.4, 60.2.3.5.4, 60.2.3.6.4
Untenable conditions, occupant protection from 5.2.2.6
Use

Closed system use (definition) 3.3.207.1, A3.3.207.1
Incidental liquid use or storage (definition) 3.3.118
Open system use (definition) 3.3.207.2, A.3.3.207.2
Special use (definition) 3.3.207.3

Utilities 11.4
Utility plants, ILP-Gas at 69.7

2003 Edition

-v-
Vacant buildings 5.3.3(8),10.14, A10.14.2.1
Valve-regulated batteries see Batteries (lead-acid)
Valves see also Excess flow valve

Compressed gas systems 63.3.3.1.5
Fire pump valves, supervision of 13.4.3, A.13.4.3
Indicating (definition) 3.3.208.1
LP-Gas 69.2.3, 69.3.2.6, 69.3.2.7, 69.5.2.2, A69.3.2.7.6
Outlet cap or plug 63.3.1.4.3, 63.3.8.3.1.1

Definition 3.3.208.3
Protection cap 63.3.8.3.1.1

Definition 3.3.208.4, 63.3.1.4.1, 63.3.1.4.2
Protection device 63.3.1.4.1

Definition 3.3.208.5
Reduced flow (definition) 3.3.208.2
Water-eontrol Table 1.12.19(a)

Vapor pressure (def"mition) 3.3.209, A3.3.209
Vapor processing systems (def"mition) 3.3.198.13
Vapor recovery systems 42.2.5.8

Definition 3.3.198.14
Vapors, flammable see Flammable vapors
Vaults

Combustible fiber storage 62.5.4
Doors 12.4.3, A.12.4.3
Flammable and combustible liquids, aboveground

tanks for 66.2.2.2
Motor vehicle fuel dispensing facility tank 42.2.3.4,

A42.2.3.4.5.2, A42.2.3.4.6
Vegetation, combustible 5.3.3(9), 10.14.1, 10.15, 17.3.5,

60.1.24, 60.4.9, 60.5.11.1.3, 60.5.11.2.3, 63.3.1.5.3,
65.11.6.2, 68.3.3, A10.15.3, A10.15.9.4, A17.3.5.1.5,
A31.3.2.2

Vehicles see Motor vehicles
Vented batteries see Batteries (lead-acid)
Venting

Compressed gases and cryogenic fluids ......... 63.2.12, 63.3.3.1.6
Deflagration 42.5.1.4.3.3, 42.5.1.4.3.4(A), 63.2.7,

66.4.4.2.4, 66.5.3.3.7, A66.4.4.2.4, A66.5.3.3. 7
Emergency relief venting (definition) 3.3.68
Flammable and combustible liquids

processing areas 66.5.3.3.4, A66.5.3.3.4
LP-Gas 69.4.4

Vents
Cleaning 50.5.4, A50.5.4.2
Heating equipment and appliances 11.5.4

VerifIcation method (def"mition) 3.4.23
Vertical openings see Openings, vertical
Vessels, marine see Marine vessels
Vessels, process see Operating or process unit (vessel)
Violations of code 1.16, 10.1.4

Model citation program Annex E

-w-
Walls

Fire 12.3, 12.7.5, A12.7.5.6.3
Fire barrier 12.7.2, 12.7.5, A12.7.5.6.3
Temporary separation, construction site 16.4.2, A16.4.2.4

Warehouses
General-purpose

Definition 3.3.212.1
Flammable and combustible liquids storage in 66.4.5.2,

A66.4.5.2.3
Liquid 66.4.4.1, Table 66.4.4.2.1, 66.4.4.4.4

Definition 3.3.212.2
Warrant of fItness 4.5.5
Waste, combustible Chap. 19,43.1.8.5, A43.1.8.5

Aerosol containers 61.7.5
Buildings under construction 16.2.2, A16.2.2.1, A.16.2.2.4
Definition 3.3.41, A3.3.41
Demolition sites 16.5.2
Forest products, storage of 31.3.2.2.1, A.31.3.2.2.1
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Motor vehicle fuel dispensing facilities 42.2.7.6
Organic peroxide storage 70.3.4.7, A.70.3.4.7.2
Oxidizer storage 70.2.4.10, A70.2.4.1O.5
Repair garages 30.3.2.4
Vacant buildings 10.14.1
Wildland fire-prone areas 17.3.4.7.2

Water capacity (de:fmition) 3.3.213
Water-control valves Table 1.12.19(a)
Waterflowalanns 11.9.5(6), 13.7.1.4.8.5, 13.7.3.6
Water mist extinguishing systems Table 13.8, 66.4.8.3
Water-reactive materialls 60.1.5.1 (1) G), Table 60.2.2.1 (a),

Table 60.2.2.1 (b), 60.3.2.2 (8), 60.3.2.3 (9), Table 60.4.7,
Chap. 73; see also Hazardous materials

Class 1 (definition) 3.3.130.10.1
Class 2 (definition) 3.3.130.10.2
Class 3 (definition) 3.3.130.10.3
Definition 3.3.130.10
Detached storage Table 60.4.8
Permit amounts for Table 1.12.19(d)
Secondary containment Table 60.4.6.3.1,

Table 60.5.10.1.5.2(A)
Water spray systems Table 13.8

Airport terminal buildings 21.2.3.5.3
Flammable and combustible liquids storage,

handling, and use 66.4.8.3, 66.5.9.3.3, A66.5.9.3.3
Organic peroxide storage 70.3.4.6.2

Water supplies 13.5, 18.3, AI3.5.3, AI8.3.1 to A.18.3.3
Aerosol products storage, use, and handling 61.4.6.4
Assembly occupancies 20.1.3.3
Buildings under construction 16.4.3.1, A.16.4.3.1.1
Flammable and combustible liquids storage,

handling, and use 66.4.8.2.7, 66.4.8.4, 66.5.9.3.1
Foam extinguishing systems 21.3.6.4
Forest products, storage of 31.3.3.2.2,31.3.4.3.1,31.3.5.3.2,

31.3.6.3.5,31.3.7.3.4, A.31.3.3.2.2, A31.3.4.3.1,
A.31.3.5.3.2, A31.3.6.3.5, A31.3.7.3.4

Marinas and boatyards 28.1.3.1, 28.1.6.2.4, 28.1.6.4,
A28.1.6.2.4

Oxidizer storage 70.2.4.9.1, A70.2.4.9.1

Private 18.3.5
Spray application operations 43.1.7.2.3, A43.1.7.3.1
Sprinkler systems 43.1.7.2.3,70.3.4.6.3

Welding and cutting see Hot work operations
Wet chemical extinguishing systems Table 13.8
Wet pipe sprinkler systems 13.3.3.5,66.4.8.2,70.3.4.6.2.1,

A.66.4.8.2
Wharves 28.1. 7.2, 28.2, A.28.2; see also Piers
Wildland rare-prone areas 17.3, A.17.3

Permits Table 1.12.19(a), 17.3.2, A.17.3.2
Wildland/urban interface Chap. 17

Definition 3.3.214
Wmdowless structures

Emergency plans 10.9.1
Sprinkler systems 13.3.2.21

Wmdows
Fire windows see Fire windows
Fireworks facilities 65.11.4.4.1

Wning see also Electrical equipment and systems
For oil-burning appliances 11.5.1.7
Permanent 11.1.3 to 11.1.5
Temporary 11.1.6

Definition 3.3.200
Wood cmps, storage of 31.3.6, A31.3.6
Wood products

Permit requirements Table 1.12.19(a)
Storage of Chap. 31

Wrecking yards see Automobile wrecking yards
Written notice (dermition) 3.3.215

-'Y-
Yards

Automobile wrecking Table 1.12.19(a), Chap. 22
Forest products storage Chap. 31

-Z-
Zoned egress, Use condition lin (dermition) 3.3.138.8.2
Zoned impeded egress, Use condition JIlin (dermition) 3.3.138.8.3
Zoning, alarm 13.7.1.4.14

Cou/W 345 6 08 07 06 2003 Edition



~003 ~cijtion,

NFPAI

ExtractUpd~teJ -03:-1

;to~ihe

UniformFireCo'de '

NFPi\i~2dp3,UnifoimFireCode, 'contains text extracted from NFP!\ I:PI-2003, Life Safety Code@? NFP4 101
nas been r'evi~ed ea:ectiveAugu,st 14, 2(}03, and therefqre, in accorpancewi~hthe Po~cyo~E~tractsl.,the
t~xt forNFPA 1 has'been chimged as follows: '" " ,," ~

1.' Delete 20~1.4J).randrepHace'with the following:
20.1'.4.5'.11\:sserrrbly;occupan'cies shall be 'provided with a minihnim 6f one'trained crowd managefor '
crowd manager supervisor. Where the'occupant load 'exceeds 250, a~di'tiohal'trained crowd managers'or
crowd manager s;upervisors shall be provided at a ratio of 1·crowd managerlsupervisorfo.r every 250 occu­
pants unless otherwise,permitted by the following:
(1) Th~sre,quirement shaV not apply to assembly occupanciesllsed exclusively for religious worship with
an occlJpant load n9te,xceeding 2000.
(2) The raPo.pf rraiped c~o~dmanagers to pccupants sba11.be.permitted tp be reduced where, in theopin­
ion qf t,~e aU1;p09ty,havingjurisdictiol), the existence of an,approveq, slflpt,;rvised automatic spripkler sys-:
tern and the natUre ~fihe eventw~rrant. (101:12.7.5.i; 101:13.7.5.1)1 .

'~' _ '·0 • 0 i \ ~ t 'i>.,,; , ~ , '.' - '~'"

3.,Aqda;ne,w ~O.1.5t()read:

20.l.p ~e~,~fE~e,s~J~pecti,~m. , t,

20.1~5.1..The buil~ing<?:Wl)eror ~gentshall inspect the meaI)s of ygr<t~s to epsureit is Pl,aifltatned fr:ee,pf
obsU;UctioI}s,a,nd corre~ct ~nx d~ficiencie~fopnd, prior t() eac~ 0Ren~rgof thy building to; thy pvb1tc.., (1q1:
12.7.1.fi'1~1~i3·~·1.f), . ~, . ,~ . ..' .' " ,.' " ,:,'., ....~ :.
20'.1:5.2The ~uirdingowner'or agent shall prepare a~d maintain'records of the ?ate afld time of e~ch in~

spect1bd'on appiov~d forms, listing any deficiencies found and aCtiohs taken to c'orreci them. '
(lOl:12Y7:1':2;?10'l:t3.7.'l.2): "

2a. Addafie~·1~'.3:2.4:1 to read' as showxi arid n~numbeith~ sUbseq~ents~ctions accordWgly: 13j.'2.4.1 ','
Thefol1o~ng assembly occupancies shall be protected throughout by an approved, supervised automatic
sprinkler system in accordance With Section 1.3'.3.1.2:' .
(1) Bars;
(2) IDanceHalk~;

(3) IDisGot1;leques
(4) J~~l"igb t<:;lubs
(5) Assym~ly ,.pcQupilncieswith ~~stival seating (J O~:12.3.5. l,)

2? Adda 'ije~·1~,.3.,'~.5~1 to r~a~as'sh()~and re~iunberthe s?bseq~en,ts~cti()~ a(icordlltgl~:,13.3.2.5,~1
. Where ?ccup~ntlo~dexc~eds 100,th~ following asssmbly occupancies shall be protected th~ough<;)U~.bL

an approved, 'superVised auto'matic sprinkler system in accordance with Section 13.3.1.2: " ,
(f) Bars' . , , . ~

(2) Dance Halls
(3) IDisdotheques '
(4) Nightclubs
(5) 1\:ss~Pl~lyocGupancjes:withfestival. seating (101.: 13.3:5.1)

Copyright @ 2004 All Rights Reserved~\
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NFPA 1l

NFPA 1-2003, Uniform Fire Code, contains text extracted from NFPA 1124­
2003, Code for the Manufacture, Transportation, Storage and Retail Sales of
Fireworks and Pyrotechnic Articles. NFPA 1124 has been revised effective
May 5, 2004, and therefore, in accordance with the Policy on Extracts, the text
for NFPA 1 has been changed as foHows:

Revise 65.11.5.1.1 to read as follows:

6501J1.o50101 An automatic sprinkler system designed and instaUed in
accordance with NFPA 13, Standard for the Installation ofSprinkler
Systems, shaH be provided throughout permanent consumer fireworks retail
sales faciHties and stores in the foHowing buildings:

(1) New buildings greater than 6000 fe (557 m2
) in area

(2) Existing buHdings greater than 7500 fe (694 m2
) in area. [11~4:7.5.1.11

Copyright © 2004 All Rights Reserved
NATIONAL FIRE PROTECTION ASSOCIATION



Call goes out for proposals to amend exuting document or for
recommendations on new document.

~

Committee meets to act on proposals, to develop its own pro­
posals, and to prepare its rePOrt.

~

Committee votes on proposals by letter ballot. If two-thirds ap­
prove, report goes forward. Lacking two-tbirds

approval, report returns to committee.

~

Report - Reptm on Proposals (ROP) - is published foJ[' public
review and comment.

Committee meets to act on each public comment received.

~

Committee votes on comments by letter ballot. If two-thirds
approve, supplementary report goes forward.

Lacking twfXhirds approval, supplementary rePOrt returns to
committee.

~

Supplementaryreport- Reptm on Comments (ROC) - ispu&
lisbed for public review.

~

NFPA membership meets (Annual or Fall Meeting) and acts
on committee report (ROP or ROC).

~

Committee votes on any amendments to report approved at
NFPA Annual or Fall Meeting.

~

Appeals to Standards Council on Association action must be
filed within 20 days of the NFPAAnnual or Fall Meeting.,.

Standards Council decides, based on all evidence, whether
or not to issue standlard or to take other action, indudmg

upholding any appeals.

The following classifications apply to Technical Commit­
tee members and represent their principal interest in the
activity of at committee.
M Manuftldu1'er.A representative ofa maker or marketer of

a product, assembly, or S)'SteDl, or portion thereof, that
is affected by the standard.

U User. A representative of an entity that is subject to the
provisions of the standard or that voluntarily uses the
standard.

11M Insttl11er/MtJintDiner. A representative of an entity that Bs
in the business ofins13lling ormaintaininga product, as-­
sembly, or system affected by the standard.

L LaIKrr. A labor representative or employee concerned
with safercy in the workplace.

Rrr Applied 1les8t.Irch/Tesling La1KmJtory: A representative of
an independent rresting laboratory or independent ap­
plied research oJrg3Dization that pJromwgates and/or
enforces standards.

E Enftm:ingA~: A representative of an agency or
an organization that promulgates and/or enforces
Sltanc:lards.

I l~ A representative of an insurance company,
broker, agenrt, bureau, or inspection agency.

C Consumer. A person who is, or represents, the ultimate
purchaserofa product, S)'SteDl, or service affected by the
standard,butwhoisnotincludedinthe Userclassification.

SE spedal~:A person not representing any of the pre­
vious classifications, butwho has SPecial expertise in the
scope of tthe standard or portion thereof.

NOTE 1: "'Standard- connotes code, standard, recommended
practice, or guide.

NOTE 2: A represenwive includes an employee.

NOTE 5: WIille tlnese d;nmeaMDS will be used by the Stan­
dards Council to achieve a balance for Technical Committees,
the Snandards ColllDcil may determine that new classifications
of members or unique mtereslS need representatiion in order
to foster the best possible committee deliberations on any
projett. In thEa cOlllDecDon, the Standards Council may make
such appoinllments as it deems appropriate in the !public inter­
est, SIllcb l!lS th~ dascrifiearion of '"Utililies- in nhe National Elec­
trical Code Committee.

NOTE 4: Reprresentatives ofsubsidiaries ofany group are gen­
erally considen'ed to bDe the same classification as the parent
organization.
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~ foo»g §~~9 §1lm1l~~ Ollllllllnldll
N$t'di€lJ_ JFllIT'e PJr@~ttiI@lID Ass~~tmWlli'l9 11 IB3~ltftefj1J11ID.m"~lhl Ip>~l!~ Q.~Y9 MI~~~Ilnunse~ ®~~(5)~ogJ)ll®ll

lFm! Nwo (5)Jl7Jo"@a3§!J)@
Nore: AU proposalls mlUlst be received by 5:00 p.m.1ESTIlEDST on ilie published! pJroposall-dosmg dare.

rur YO\llllJll~ l1imJrtllll<eIr' m«lllfiIlIllS.ltD@!lll OIill frlln<e~~c~ JPl~9 pn~ (C$lllI~~ frlln~
§~da!r<dls A~lbi@lJll De~ellllft 811ft GDli7c9~7/'JA~o

W<!IlIT'~~~~(C~9 IlDR~ ~ NlFPA ~a GD117Q11@"~

l?lease indicate in wmch format you wish to receive yoW" ROPIlROC: 0 paper 0 electroxDic 0 dOWllllOadl

(Note: m choosing die dlownlload option you mrelDld to view tlbte ROlPllROC from oW' website; no copy will.ll be sell1lt to you.)

]]))~~ _...;...9/_1....;.8~/9~3 N2IDmll~ John B. Smith '1r~no Noo 617-555-1212

(C®JnmJPl2lIDY _

§lbi~lL A<rllcllIr~ 9 Seattle St., Seattle, WA 02255

110 tal) WWA ]]))~UIilliIDelIDll '1riittll~ National Fire Alarm Code

[P@~ @[PlPD©[g QJJ$~ @fNHlV

[b@® $] _~o IP'Jro~ R~mJllInnl<elll1&g {an~ ®1ID<e) OllIDew I1<em£
Orre~ 11<e~

~ cdl<ene~ tCe~

310 lP1:ro~ {mdlt1ll~<e jp)Iro~_ Illlew (!}lIT' rre~ W<l)~9 ({J)ff n<d!~ml1bllffialttii<IDilll of( w@~ene1te<rll)~(Note: Proposed
text should be in legisl2tive format: i.e., use underscore to denote 'Wording to be inserted~~m~tbroughto denote wording to

he~e=· ~\\ \ \~~
~! ~;~~!

~/' li;"""-' /\ \.~
l \ l\\/~./

~
'\ \\; ~ \\ \ ;.......---; \\ q. \ .

~ i . '\ 1\ '·V
/_~.. / f\\ \ \. iV

~o §tatemeffillt @f{'IP1r@~~!W~\l:iatn ~~~ (Note: State the problem that will be resolved by yoW" recommenda-
tion; give the specific reuon.,(or yom~sal fumehi~oJPlies of tests, research. papers, fire experience, etc. [f more than 200 woro'ls, lit may be
abstracted fol!' publicatioa)~ ) y'
A properly instailed and~~ed system should be free of ground faults. The occurrence of one or more ground
faults shou~d be required to cause a "trouble" signai because it indicates a condition that could contribute to future
malfunction of the system. Ground fault protection has been widely available on these systems for years and its cost is
negligible. !Requiring it on ail systems wm promote better installations, maintenance and reliability.

§o (;j~IP1ro~00w~ Ilillla~mno (Noree: OrigiMl~ lis consJidered ro be ilie submitter's own idea based on or as a result of
llrisIher OWllll experience, a:lhlough£, or research mo, ro the best of IDsIher knowledge, is not copied from znoiliell' somce.)

(J 'Irllnns J:P1r'@~ OOIID@ti <l)~ ~1be-9 nMi 00)lJ1ill'~ (IDf b<lD'mlil) il§~ f(IDIill({J)'W~g _

Note 1: 1'ype or print legJilhly inn black ink.
Note 2: llf s1llpplemelllWy~ (photographs, diagi1lMS, repoii1S, cae.) is included, you may be reqWred to submit swncieJllt copies for all mem­
mrs and alternates of a:lhle 11:edmical committee.

I helTeby glTa.rmt the NFPA ()J,ll ()J,ruJfull rights in copyright, lin this PITOpos(JJJ, aMI MMerst(},mJ that I ()J,c(jj11lJill'e no
righu 1i11iJ ofny p11lJbu'ca/don ofNFPA in which this pll'opos()J,l in this or ()J,llWtMll' similar OT!' (JJJW.logol!4S JOTI'm is Msed.
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Mall to: Secl"etaIry, Standards Cowmcilll
Nationall Fire lPJrotemOIm Assodatio~ ], matterymsnreRn IPSlrrIk, QWJmq, Massachmetts 02269..91a»1
Fax No.. 617..710..3500

Note: All proposals must be received by 5:00 p.m. JESTIEDSl' on ilie published proposal--closing date.

)If yOlll need further mfOnutiOllil OIIll the standmrdsamak:Jing process, please mlmUld the
Standards Admilliisibl'atiOlll Department !it 617..984-7249..

For techIDcal!. assistance, please a:JU. NFPA aft 617a17@"3OO$

Please indicate in wlhich fonnat you wish to receive your ROPIROC: 0 paper 0 electronic 0 download
(Note: In choosing the download option. you intend to view the ROPIROC from our website; n.o copy willl be sent to you.)

IDate Ntimm~ TeR.. Noo _

Company _

Stlreet AddJra§ ~ ~ ~__

Please IIIldicate Organization RepH"eSeilRtOO (if _y) ~ ~__

11... a) NFPA Docom.ent Tide NFPA N@o &: Yemr _

b) SedioJmlPan=agnph _

2;0 Pl"op«JSa1l Recommends: (Check one) 01 neW' ften
(J rre'ris~~

(] deletred teXl1

!FOR OffOCE USE ONLY

l@§j ~ --=~

[gate Rec'«iI _

30 Proposall (include pll"opmed new OK" n:vBsed wommg, or identmcatnoIlll <Illf 'Wordlllng to fi)e deleted): (Note: Proposed
text should be in legislative format: i.e., use underscore to denote wommg to be inserted~~ and strike-tlJrough to denote wording to
be deleted (Mletetl 8~).

40 Statement of Problem and Substantiation forr lPToposal:: (Note: State the problem that will be resolved by your recommendal­
non; give the specific reason for your proposal including copies of tests, research~me experience, etc. Ifmore than 200 words, it may be
abstracted for publication.)

50 0 This Proposal is origIDaIl materiaL (Note: Original material is colIlSidered to be the submitter's own idea based on or as a result of
hi.slher own experience, thought. or research and, to the best of hislher llmowledge, is not copied from another source.)

o ThUs Proposm is Dot original materiall; its 00lll.1Ul"ce (if m(J)'Mlll) is as foUows: _

Note 1: Type or print legibly in black ink.
Note 2: If supplementary material (photographs, diagrams, reports, etc.) is illlcUuded, you may be required to s1lJbmit sufficient copies for aU mem­
bers and alternates of the teclmical committee.

1 hereby grant the NFPA aU and full rights in copyright, in this proposal, tmd I understand that 1acquire no
righ.ts in any publication ofNFPA in which this proposal in this or another similar or analogous form is NJ.Sed

Signature (Required)
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TIMIPOlR1rAN1r N01rTICIES AND DTISCILATIMIElRS CONCIElRNTING NIFIPA DOCUMIEN1rS
(Continued from inside front cover)

ADDKTKONAlL NOTKClES AND DK§ClLAKMlEIRS

1Updla1nrrng oft' NlFJPlA Docu.nmerrn1s
Users of NFPA codes, standards, recommended practices, and guides should be aware that these documents may be su­

perseded at any time by the issuance of new editions or may be amended from time to time through the issuance of Tenta­
tive Interim Amendments. An official NFPA document at any point in time consists of the current edition of the document
together with any Tentative Interim Amendments and any Errata then in effect. In order to determine whether a given doc­
ument is the current edition and whether it has been amended through the issuance of Tentative Interim Amendments or
corrected through the issuance of Errata, consult appropriate NFPA publications such as the National Fire Codes Subscrip­
tion Service, visit the NFPA website at www.nfpa.org, or contact the NFPA at the address listed below.

Krrn1eIl"pIl"e1a1norrns oft' NlFJPlA Docu.nmerrn1s
A statement, written or oral, that is not processed in accordance with Section 6 of the Regulations Governing Com­

mittee Projects shall not be considered the official position of NFPA or any of its Committees and shall not be consid­
ered to be, nor be relied upon as, a Formal Interpretation.

JPla1errn1s
The NFPA does not take any position with respect to the validity of any patent rights asserted in connection with any

items which are mentioned in or are the subject of NFPA codes, standards, recommended practices, and guides, and the
NFPA disclaims liability for the infringement of any patent resulting from the use of or reliance on these documents.
Users of these documents are expressly advised that determination of the validity of any such patent rights, and the risk
of infringement of such rights, is entirely their own responsibility.
NFPA adheres to applicable policies of the American National Standards Institute with respect to patents. For further
information, contact the NFPA at the address listed below.

lLaws & IRegu.nlla1norrns
Users of these documents should consult applicable federal, state, and local laws and regulations. NFPA does not, by

the publication of its codes, standards, recommended practices, and guides, intend to urge action that is not in compli­
ance with applicable laws, and these documents may not be construed as doing so.

CopYIl"ngMs
This document is copyrighted by the NFPA. It is made available for a wide variety of both public and private uses.

These include both use, by reference, in laws and regulations, and use in private self-regulation, standardization, and
the promotion of safe practices and methods. By making this document available for use and adoption by public au­
thorities and private users, the NFPA does not waive any rights in copyright to this document.

Use of NFPA documents for regulatory purposes should be accomplished through adoption by reference. The term
"adoption by reference" means the citing of title, edition and publishing information only. Any deletions, additions,
and changes desired by the adopting authority should be noted separately in the adopting instrument. In order to assist
NFPA in following the uses made of its documents, adopting authorities are requested to notify the NFPA (Attention:
Secretary, Standards Council) in writing of such use. For technical assistance and questions concerning adoption of
NFPA documents, contact NFPA at the address below.

lFoIl" lFu.nIl"1ItneIl" KRllft'oIl"ma1noRll
All questions or other communications relating to NFPA codes, standards, recommended practices, and guides and

all requests for information on NFPA procedures governing its codes and standards development process, including in­
formation on the procedures for requesting Formal Interpretations, for proposing Tentative Interim Amendments, and
for proposing revisions to NFPA documents during regular revision cycles, should be sent to NFPA headquarters, ad­
dressed to the attention of the Secretary, Standards Council, NFPA, 1 Batterymarch Park, P.O. Box 9101, Quincy, MA
02269-9101.

For more information about NFPA, visit the NFPA website at www.nfpa.org.
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NFPA Membership

When you join NFPA, you join thousands of professionals worldwide in the fight against
loss of life and property from fire.

There are many membership benefits, including full voting rights in the code-making
process at the NFPA World Safety Conference and Exposition® in Mayor at the Fall
Education Conference™ in November, and free subscriptions to the NFPA Journal®, NFPA
Journal Buyers' Guide, and online access to the NFPA News and NFPA Update newslet­
ters. As a member, you will also receive a 10% discount on all the NFPA products and serv­
ices-including videos, seminars, meeting and registration fees, and much more!

NFPA 1: Uniform Fire Code™ Handbook, 2003 edition

Created in the same respected tradition as other NFPA handbooks, this reference brings
you the 2003 edition of the Uniform Fire Code, plus the background and reasoning behind
its vital provisions. Expert commentary is printed in color to distinguish it from mandatory
requirements. Scores of charts, graphs and illustrations, plus supplements with ready-to­
copy forms and SI units, make it easier to apply and use the 2003 Code correctly.

Nearly 120 NFPA documents are referenced by NFPA 1, and this Handbook features a
wealth of advice on their enforcement. Every Uniform Fire Code enforcer, Code user, and
administrator needs a copy!

Life Safety Code® Handbook, 2003 edition

NFPA investigations into fatal fires invariably turn up NFPA 101®: Life Safety Code® viola­
tions. That's why so many professionals involved with building safety won't work without the
extra guidance in the fully illustrated Life Safety Code Handbook! With over 1,000 pages of
explanations, examples, and art that augment the 2003 Code text, the Handbook is indis­
pensable for interpreting and applying today's LSC.

The Handbook presents rules for "new" and "existing" construction side by side ... it's worth
buying for this feature alone! The latest commentary, examples, solutions, and tips from the
NFPA life safety specialists are shown directly beneath the complete requirements from the
2003 edition of NFPA 101. More than 400 two-color graphics and informative photographs
illustrate Code concepts so you apply provisions without errors or delays. Topics covered
include means of egress for any occupancy, fire protection features such as fire and smoke
barriers, and performance-based design options. Order today!

NFPA 5000™: Building Construction and Safety Code™ Handbook

The companion handbook to NFPA 5000™ Building Construction and Safety Code™ contains
thefull text, annexes and art of the 2003 document, plus extensive commentary by NFPA
code specialists and field authorities who offer insight and practical advice. Code provisions
and explanations are distinguished by two-color type. The handbook's 8~ x 11 format pro­
vides an open layout that is easy to read. A multitude of photographs, tables, and diagrams
aid your comprehension with visual specifics, enabling you to apply requirements on the job.

NFPA 1: Uniform Fire Code, NFPA 101: Life Safety Code, and NFPA 5000: Building
Construction and Safety Code are all part of the C3™: Comprehensive Consensus
Codes™ Set.

To order these or other NFPA products or seminars, call toll-free 1-800-344-3555.
For orders outside the U.S., call 617-770-3000. Visit our online catalog at

www.nfpacatalog.org.

Re-order code: A1


